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All work performed on equipment must be in strict accordance with NFPA 70E
and BNL ES&H STANDARD 1.5.1

FOR SDL EQUIPMENT POWERED BY 120/220/480Vac

Only Responsible or Knowledgeable Personnel can perform work on this type of
equipment.
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Before starting any work you must have the schematic and/or operating
manual for reference.

Locate and turn off the AC line disconnect for the power supply in
accordance with NFPA 70E.

LOTO the power supply in accordance with BNL ES&H Standard 1.5.1.
Step 3 & 4 must be completed before attaching and removing test leads.
Before enabling the power supply after attaching testing (removing LOTO)
ensure that all access panels are replaced and all doors are closed. For each
point of interest steps 2 &3 must be completed before connecting and
disconnecting test leads.

The Linac must be secured since magnet loads are within the LINAC
enclosure.

After all work is completed and the power supply has been returned to
service, log the faults and repairs in the SDL operations log.

Return schematics or manual to file.
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